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Luminaire Schedule

Symbol Qty Label
Arrangement Lum. Lumens LLF Lum. Watts Description

5 D4 TWIN 45192 0.900 390 MRM-LED-42L-SIL-FT-L-R-50-70CRI

2 D4-IL TWIN 28632 0.900 390 MRM-LED-42L-SIL-FT-L-R-50-70CRI-IL

1 S2-IL SINGLE 8445 0.900 94 MRM-LED-12L-SIL-FT-50-70CRI-IL

Calculation Summary

Label CalcType
Units Avg Max Min

Avg/Min Max/Min

Property Line
Illuminance

Fc 0.03 0.5 0.0 N.A. N.A.

Site Exp Areas Illuminance
Fc 2.56 8.6 0.3 8.53 28.67
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