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STRUCTURE - (1)

RIM:762.83

INV IN:760.50 21" RCP

STRUCTURE - (2)

RIM:768.60

INV IN:761.98 18" RCP

INV OUT:761.48 21" RCP

43' of 21" RCP @ 0.55%

STRUCTURE - (3)

RIM:767.90

INV IN:762.92 18" RCP

INV IN:763.42 12" RCP

INV IN:763.42 12" RCP

INV OUT:762.42 18" RCP
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STRUCTURE - (4)

RIM:767.90

INV IN:763.91 12" RCP

INV IN:763.91 12" RCP

INV IN:763.91 12" RCP

INV OUT:763.41 18" RCP

98' of 18" RCP @ 0.50%

STRUCTURE - (5)

RIM:767.99

INV IN:764.45 12" RCP

INV OUT:764.40 12" RCP

STRUCTURE - (6)

RIM:767.80

INV IN:763.85 12" RCP

INV OUT:763.75 12" RCP
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STRUCTURE - (8)

RIM:767.80

INV OUT:764.26 12" RCP
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STRUCTURE - (7)

RIM:768.50

INV OUT:763.64 12" RCP
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STRUCTURE - (9)

RIM:768.50

INV OUT:764.13 12" RCP
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OUTLET STR.

RIM:760.18

INV OUT:758.00 24"

STRUCTURE - (19) MH

RIM:760.18

INV IN:757.80 24"

INV OUT:757.80 24"

24' of 24"  @ 0.83%

STRUCTURE - (23)

RIM:766.00

INV OUT:764.75 12" RCP
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STRUCTURE - (24) DIVERSION

RIM:764.22

INV IN:761.24 21" RCP

INV OUT:761.24 21" RCP

4 FT DIA AQUASWIRL

RIM: 768.25

INV. IN - 760.24

INV. OUT - 761.30

149' of 21" R
CP @

 0.50%

HDPE

STRUCTURE - (25)

RIM:767.75

INV OUT:764.08 12" RCP

40' of 12" RCP @ 0.58%

STRUCTURE - (1)

RIM:762.83

INV IN:760.50 21" RCP

OUTLET STR.

RIM:760.18

INV OUT:758.00 24"

STRUCTURE - (19) MH

RIM:760.18

INV IN:757.80 24"

INV OUT:757.80 24"

24' of 24"  @ 0.83%

STRUCTURE - (20)

RIM:759.38

INV IN:757.00 24"

262' of 24"  @
 0.30%

H
D
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